Abstract -In industrial control systems, flow measurement is a very important issue. It is frequently needed to calculate how much total fluid or gas flows through a cross-section. Flow volume measurement tools use simple sampling or rectangle methods. Actually, flow volume measurement process is an integration process. For this reason, measurement systems using instantaneous sampling technique cause considerably high errors. In order to make more accurate flow measurement, numerical integration methods should be used. Literally, for numerical integration method, Rectangular, Trapezoidal, Simpson, Romberg and Gaussian Quadrature methods are suggested. Among these methods, trapezoidal rule method is quite easy to calculate and is notably more accurate and contains no restrictive conditions. Therefore, it is especially convenient for the portable flow volume measurement systems. In this study, the volume measurement of air which is flowing through a cross-section is achieved by using PLC ladder diagram. The measurements are done using two different approaches. Trapezoidal rule method is proposed to measure the flow sensor signal to minimize measurement errors due to the classical sampling method as a different approach. It is concluded that the trapezoidal rule method is more effective than the classical sampling.
Introduction
High-precision measurement of air flow volume is a necessity to provide the functionality and optimization in many industrial applications. The flow rate of liquid or gas in some pipes is not needed to precisely measure in most applications but is almost vital to obtain it by using most accurate way in some industries such as pharmaceutical, food and petrochemical. Accurate determination of the amount of aerosol is quite important particularly in pharmaceutical industry. Besides, inhalation of high rates of harmful substances can trigger critical diseases. A defined minimum gas volume is needed to ensure the desired performance of a system that particularly consumes compressed air. In addition, some processes must also be protected to prevent damage due to the excessive air supply. In most cases, manufacturer's warranty depends on the provision of this condition [1] . The accurate measure of flow rate is also quite important to use the preventive maintenance which is consumption-related [2] . Instead, consumption-related replacement improves the process reliability and decreases total operating cost [3] . Industrial production processes are considerably complex and firstly need some parameters to be accurately measured such as pressure, temperature, volume etc. These parameters are often controlled to achieve the most acceptable results. Therefore, prevalence studies are currently conducted on flow measurement. These studies in the literature can be classified by four groups: Sensor design [4-5], Comparison of sensor characteristics [6] [7] [8] [9] [10] [11] , Developments of flow measurement methods [12] [13] [14] , Flow measurement applications [15] [16] [17] [18] .
However, the studies for the flow measurement using various methods in industrial control systems are very much limited. There are restrictions on defining of sampling interval at high velocity applications and performing calculations with some numerical integration methods. In addition, they don't provide a significant improvement in the value of accuracy at low velocities. But the trapezoidal rule method is very convenient and adopted particularly for the portable flowmeters with low power consumption for both high and low velocities.
The pitot tubes, laser doppler and thermal mass types of flowmeters are often used to measure flow volume measurement. Pitot tubes anemometer is far less expensive and easier to operate, but is difficult to use if air/gas velocities are less than about 3m/s and due to the need of calibration every six months. Laser doppler anemometer accurately measures between 0.1-100 m/s velocities. Since it provides noncontact anemometry, it is usable at high temperatures. Its primary disadvantages are cost and complications associated with properly seeding the flow with particles. Thermal mass flowmeter is affected by the upstream flow but it is calibrated with a perfect fully developed up-stream flow [19] . For this reason, Thermal mass flow meters are preferred for most applications. Therefore, this type of a transducer is used in the setup.
In this study, the volume measurement of air flowing through a cross-section by means of PLC using both a classical and trapezoidal rule method is realized. It is shown that trapezoidal rule method is more accurate and usable especially for portable flowmeters.
Design Parameters
Volume measurement can simply be implemented by sampling the signal at ∆t time intervals. This method is known as cumulation of flow instantaneous values. When the flow decreases, the volume is over-measured. The measured value is oppositely below the true value when the flow increases as shown in Fig. 1 . The other method is based on sampling the flow signal with uniform time intervals, summing and averaging the successive values respectively. In this process, the latest volume value is added to the previous value and consequently the average is achieved and so on. It is known as trapezoidal rule method and gives better results [19] .
In this study, various measurements of the air volume which is pumped through a duct are made by using classical and the trapezoidal method. If a flow is sampled with (∆t) time intervals and the volume is calculated for each interval, the whole air volume flowing through a duct during this sampling time can be given as follows:
Where V denotes flow volume in m 3 (But this unit is too big, so liter as unit is preferred for measuring the volumes in this work); ∆t is sampling period in seconds; s is crosssection of the air duct in m 2 . The measurement is made by sampling the signal, summing the successive two values and taking average respectively. The average volume is multiplied by ∆t to find the final value. The representation of trapezoidal rule method is shown in Fig. 2 . The measurement of the air volume for an air duct is made by using a PLC ladder diagram for both methods and ultimately, they were compared to each other in terms of errors for both increasing and decreasing flow values. The algorithm can be written as in the following.
Initial volume = 0 {Initial value is assigned}
Read new data from the Data Acquisition card. Wait ∆t second As a matter of fact, calculating total volume from flow rate is an integration operation. It is utilized in several applications such as providing distance from speed and speed from acceleration by using double integration. How this operation could be achieved by using ladder diagram is shown in Figs. 4-9.
Experimental Setup and Application
The experimental setup and schematic diagram are given in Fig. 3 . Because the fan motor is one phase asynchronous, 0.5kW, 1500 rpm, 5A, therefore 0.8 kW with one phase inverter is selected. A flow s is also used to read the flow rate continuously.
In order to minimize errors which are caused of environment, measurement tool or measurement method, the circular air duck is used and the thermal mass flow transducer is set up 20 times the diameter of the air duck Scan time is an important criteria for the flow measurement applications. The sampling times of two sequential data with one second interval varies between 1.00 s and 1.02 s for the case of typically 20 ms scan time of PLC. Two percent deviation of sampling interval may occur in this condition. This deviation can be decreased by selecting a longer sampling interval but it causes a degradation in the measurement responds. The sampling interval may be between 1-30 s depending on the size of the duct. The circular air duct which has 113 mm diameter is used in this application. One second sampling interval is selected referring to the size of the duct. The output of flow transducer is connected to the analog input channel 3. Technical Data of the flow transducer used in the experimental setup is given in Table 1 .
The process of flow rate reading is realized by the PLC ladder diagram that consists of three steps as shown in Fig.  4 . Some PLCs have system bits driven by the PLC itself. Oscillator bit P_1s in Omron PLC that is an example of them. These oscillator bits allow timers to operate independently from scan time and the sub-routine files to be executed with definite time intervals Network 0, moves #0000 value to the address of the analog channel.
Network 1, reads the flow value which is sampled in every 1s interval, then it is moved to D100 address. A sample is summed with the previous value, then averaged flow rate can be attained by dividing by 120 in Network 3 as seen from Block 2.
Another issue to be considered in analog data process is sensitivity of floating point numbers. Because the flow rate data taken from analog channel 3 is generated by a 12-bit ADC, it is not necessarily an integer. Therefore, these calculations need floating process. A typical floating point number has 7-digit sensitivity.
A 12-bit ADC is used in the measuring system. Due to the nature of ADC, it contains a quantization error on 1 2 LSB ε = ∓ value and this error is small enough to be ignored for flow measurement. The error in the addition may be small but it may cause considerable deviations in results due to the cumulative nature The total volume is represented by 7 digits, so 4 digits are assigned for the integer and 3 digits for the fractional part. 4-20 mA current signal in the range of 0.1 -10 m/s that is produced by the flow transducer is connected to the analog input card in this application. The Analog card which has 12-bit resolution produces BCD values between #0000 and #4095. In order to detect any fault that may occur during the measurement, the flow rate signal is converted to a BCD value between #820 and #4095 by the analog input card. The analog card input function is shown in Fig. 5 . for this conversion.
The I in, signal which is applied from the input channel is 
In general, the output signal of the card between the upper and lower limits is expressed as a linear equation represent the smallest input current and the minimum BCD value respectively in Eq.3. The slope of the input signal (ΔB/ΔI) is calculated by the PLC in first scan time. Before starting the conversion process, It must be determined whether the data from the flow sensor is within the expected range. This process is carried out with networks 4-9 in Fig. 6 . Network 7 checks if the input signal is within the expected range. If the measured value is within the limits of measurement, Linearization process is carried out according to Eq.3 between networks 10-15 as illustrated in Fig. 7 .
Networks 10 -12 calculate the slope B I Δ Δ of the line B to k which is obtained in Network 14, so Bo in Eq. 3 is yielded.
The volume of air passing through the air duct is calculated as air duct cross-section multiplied by the average speed. The calculation of the air duct cross-section is made by Networks 16-19 in Fig. 8 . If the measured input signal is out of the measuring range, Network 20 first moves #1600 to D116 to check if this is a real situation or an error condition. Networks 21-23 in Fig. 9 calculate the volume of air flowing through the duct in l/min.
Experimental Results
Any temperature or pressure value in an industrial process can be examined by using digital input modules in a digital format, but the value cannot be measured accurately. In such cases, Analog I/O cards are utilized to monitor and control specific parameters continuously between the upper and lower limits. In this study, The air flow rate was linearly changed by a fan driven with an inverter throughout the range of 1 to 6 Nm/s at atmospheric pressure to obtain the error rates for both increasing and decreasing regions. For every air velocity, air volume value is calculated via fan speed and displacement volume of the fan. The Air volume is then measured severally applying classical sampling method and trapezoidal rule method. Finally, the performance of the both measurement methods are evaluated via the following equation;
Where ε represents relative error and ( ) y k and ( ) y k denote the calculated volume and the measured, respectively. These calculated values are compared with the measured outputs by using both methods. By reference to the calculated air volume values, error values which are acquired from Eq. 4 are given in Fig. 10 and Fig. 11 . When air is changed in direction of volume increase in classical sampling method, relative error changes between -1.81% and -1.90%. When is changed in decrease direction, is determined that relative error changes between 1.20% and 1.80%. When air volume increment is changed in direction of volume increase in Trapezoidal rule, relative error changes between -0.6% and -0.8%. When is changed in decrease direction, is determined that relative error changes between 0.6% and 0.8%. The air volume values which is obtained by trapezoidal rule method yield approximately three times more accurate results than that of by classical method for both increasing and decreasing flow rates.
Conclusion
In this study, it was shown how to achieve the measurement of air volume in a closed air duct by using the simple flow sampling and the trapezoidal rule methods by means of a PLC. The results for both methods are also compared to each other in order to obtain the relative flow rate errors in the range of 1 to 6 Nm/s. The flow rate is linearly adjusted in the range of 1 to 6 Nm/s for monitoring the relative error of volume measurements in this work.
In measurements using the trapezoidal rule method, the error values which decrease with increasing flow values are 3-2.37 times lower than that of in classical method. Similarly, in decreasing flow region, the error values obtained by the trapezoidal rule method are two times lower than by the classical. It is concluded that the measurement using the trapezoidal rule method can be made in higher accuracy especially in low velocities and is convenient especially for portable flowmeters that are allowable to consume low. 
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